FROM POLE 4-15 PREVIOUS SHEET TO POLE 5-17 THIS SHEET
REMOVE:

TRAFFIC CABLE (LS)
» INSTALL :

STEEL WIRE STRAND CABLE.'s4" (1273 LF) '

O5P. F/0 CABLE. LDOSE TUBE. SM. 24 FIBER (SAVS-S001) (1473 LF)
LASH F/0 CABLE TO STEEL WIRE STRAND CABLE. g

ATLANTIC AVENUE

PROPOSED CONTROLLER #2

. INSTALL: '
FIBER DPTIC CLOSURE. FDC (WAL.L-MOUNTED)
6 FIBER (1 EA) <
FROM POLE 5-14 TO PULL BO

‘ , INSTALL :
CONDUIT. NONMETL, TP 2, 2 IN (10 LF)
- . OSP. F/0 CABLE. DROP., SM. 6 F'IBER (55 LF)

F/0 QUANTITY INCLUDES 20 LF C:QIL IN PULL BOX
FROM PULL BOX TD CONTROLLER CIABINET
INSTALL:

CONDUIT. NONMETL, TP 2. 2 IN (10 LF)
0SP, F/D CABLE. DROP. SM, & F'IBER (15 LF)
F/0 QUANTITY INCLUDES 5 LF COML IN CABINET BASE .

FROM POLE 5-~14 TD POLE 5-20 .
REMDVE :

TRAFFIC CABLE (LS}

INSTALL:

STEEL WIRE STRAND CABLE.'s{" (397 LF)
OSP. F/0 CABLE. DRODP, SM. 6 FIBER (397 LF)

FROM POLE 5-14 TO AERIAL CLOSURE
INSTALL:

OSP. F/0 CABLE. DRDP. SM. 6 FIBER (240 LF)
LASH F/70 CABLE TDSTEEL WIRE STRAND CABLE.~w\\\\

HARMON STREET

HENRY STREET
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ANDERSON STREET

INSTALL :
F/0 SNOWSHOE (2 EA)

OSP, F/D CABLE. LDOSE TUBE. SM. 24 FIBER {SAVS—S001)
MAINTENANCE COIL (100 LF) " :
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INSTALL:

FROM POLE 5-20 TO AERIAL CLOSURE
INSTALL:

05P. F/0 CABLE. DROP, SM, & FIBER {212 LF)
LASH F/0 CABLE TD STEEL WIRE STRAND CABLE.

PROPOSED CONTIROLLER #24

INSTALL:

FIBER OPTIC CLOSURE. FDC (WALL-MOUNTED)
6 FIBER (1 EA)

FROM POLE 5-220 TO PULL BOX

INSTALL:

CONDUIT, NONMEETL. TP 2+ 2 IN (5 LF)

0sP. F/0 CABL.E. DROP. SM, & FIBER (50 LF)
F/0 QUANTITY INCLUDES 20 LF CDIL IN PULL BOX
FROM PULL BOX< TO CONTROLLER CABINET
INSTALL:

CONDUIT, NONMETL. TP 2, 2 IN (10 LF)

OsP. F/0 CABL.E. DROP, SM. & FIBER t15 LF)

F/0 QUANTITY (INCLUDES 5 LF COIL IN CABINET BASE

F/70 CLDOSURE. AERIAL (SEALED) & FIBER (1 EA}

F/70 SPLICE, FUSION (4 EA)

F/70 SNOWSHOE (1 EA)

FROM AERIAL CLOSURE TO SNOWSHOE

INSTALL:

OSP F/D CABLE. LOOSE TUBE. SM. 24 FIBER (SAVS5-S001)
AERIAL SPLICING COIL (100 LF)
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